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Part List
1 HV Bushing
e HV Term.Bolt
3 Lifting Lugs
4 Oil Drain Valve
) LV Insulator
6 Thermometer
7 Earth Terminal (bolt)
8 Pressure Relief Valve
9 Uit Level Indicator
O 10 | Off-circuit Tap Chonger
¥ Dimensions are in tolerance +/—- 710 11 | Roller
¥ Many details may not be shown in the drawing 12 | Nome Plate
, 13 | il Valve
* Rollers are optional
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A.Aydin (Elect.Eng.) H.Akin (Elect.Eng.) S.Karaozan 25.10.2018  503004RU 25.10.2018 1:10
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25 kVA 33/0.L kV Cons.Al
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